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Contaminants (Units) MCLG MCL Level Found 
Year of              
Detection 

Range of            
Detection 

Violation Typical Source of Contaminants  

Disinfectant and Disinfectant By-Products 

Total Chlorine (ppm) MRDLG = 4 MRDL = 4 1.1 2019 1.03  to  1.1 No Water additive used to control microbes 

Haloacetic Acids (HAA5) 
(ppb) 

NA 60 6.1 2018 3.4  to  6.1 No By-product of drinking water disinfection 

Total Trihalomethanes 
 (TTHM) (ppb) 

NA 80 47.2 2018 23.6  to  47.2 No By-product of drinking water disinfection 

Inorganic Contaminants 

Fluoride (ppm) 4 4 1.1 2019 .16  to  1.1 No 
Erosion of natural deposits; Water additive 
 which promotes strong teeth; Discharge from  
fertilizer and aluminum factories 

Nitrate (ppm) 10 10 0.99 2019 NA No 
Run off from fertilizer use; Leaching from septic 
tanks, sewage; Erosion of natural deposits 

Barium (ppm) 2 2 0.114 2017 NA No Erosion of natural deposits 

Unregulated Contaminants 

Chloroform (ppb) NA NA 20.4 2018 8.9  to  20.4 No By-product of drinking water chlorination 

Bromo-dicholoromethane 
(ppb) 

NA NA 14.7 2018 7.2  to  14.7 No By-product of drinking water chlorination 

Dibromo-chloromethane 
(ppb) 

NA NA 51.9 2018 9.8  to  51.9 No By-product of drinking water chlorination 

Bromoform (ppb) NA NA 2.2 2018 1.5  to  2.2 No By-product of drinking water chlorination 

Dibromoacetic Acid (ppb) NA NA 1.8 1018 1.4  to  1.8 No By-product of drinking water chlorination 

Dichloroacetic Acid (ppb) NA NA 3 2018 1.5  to  3.0  No By-product of drinking water chlorination 

Trichloroacetic Acid NA NA 1.989 2018 
1.214  to  
1.989  

No By-product of drinking water chlorination 

Lead and Copper 

Contaminants (units) 
Action  
Level (AL) 

Individual  
Results 
over  
the AL 

90% of test 
levels were 
less  
than 

 Violation 
Typical Source  
of Contaminants 

Lead (ppb) 

15 ppb NA 5.9 2019 No 
Corrosion of household plumbing systems;  
Erosion of natural deposits 

0 samples were found to have lead levels in excess of the lead action level of 15 ppb 

Copper (ppm) 

1.3 ppm NA 0.344 2019 No 
Erosions of natural deposits; Leaching from wood            
preservatives; Corrosions of household plumbing systems 

0 samples were found to have copper levels in excess of the copper action level of 1.3 ppm 



 
 

The annual fire hydrant flushing will occur in 
the fall.  Dates and times will be announced in 
the August edition of the City Newsletter and 
on the city’s website. 

Please avoid doing laundry during this time.  If 
discoloration of laundry occurs, a special de-
tergent is available from the City’s Utility Bill-
ing Office.  If you use a water softener, please 
set it to “by-pass” during this week.  Water 
may appear rusty during the process, but will 
return to normal when the process is com-
plete. 

If you have any questions regarding Hydrant 
Flushing, please contact the Utility Billing 
Office at (937) 848-4638. 
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